
 

 
 

Fire Test Certificate 
 

Thursday, November 16
th

, 2017 

Supplier: Australian Select Timbers (61-63 Discovery Road, Dandenong, VIC, 3175) 

Sample Description: Regency Hardwood  

Date Tested: November 2017 (Tested through a laboratory with NATA Accreditation 1356) 

Test Method: AS/ISO 9239-1:2003 Reaction to Fire Tests for Floorings. Determination of the 

Burning Behaviour using a Radiant Heat Source. 

 

Test Data: 

ASISO 9239-1:2003 Regency Hardwood 

Critical Heat Flux/Critical Radiant Flux* 2.6 kW/m2 

Smoke Value* 25 %.min 

Blistering Yes 

Penetration of flame through to substrate Yes 

Glowing Yes 

Smouldering Yes 

*Three test average value 
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